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High Efficiency Air Filter Test Report

Rk (TEST MODEL): 1170%570%70mm
% & (TEST Quantity): 25
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Wuxi Biogreen Pharma Technology Co.,Ltd
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High Efficiency Air Filter Test Report

ZiE N E Air Flow 1000 m*/ h
75 NO a3 H ARG EIEN R 5 5 %VE
Test Item Standard Value Result Remark
1 FH /7 PA <220Pa 180Pa 160Pa
Resistance
2 KIHE m/s =0. 45m/s 0. 55M/s 0. 58M/s
Wind Speed
3 W (%) 99. 99% 99. 99% 99. 99%
Efficiency
4 Fi % um 0.3um 0.3um 0.3um
Particle Size
5 1o 30° 32° 32°
Use temperature
KOG 45 5 Test Result 74 GB 13554-92 M GB 6165-85
¥ Qualified
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Note: this filter for non partition liquid sealed HEPA filter, metal frame, color
is white, the filter inlet surface and an air with a metal protective net

K FNA% Test Specification: 1170%570%70mm
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